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LEAD COPPER

90TH%ILE LEAD RESULT: <1 ppb ppb mg/L

<1 0.54

90TH%ILE COPPER RESULT: 0.54 mg/L <1 0.37

<1 0.25

IS THE SYSTEM IN COMPLIANCE: YES <1 0.21

<1 0.18

NUMBER OF SAMPLES COLLECTED: 5 in order of highest value to lowest of samples taken at customer homes

The Lead and Copper Rule is a United States federal regulation which limits the concentration of lead and copper allowed in public 

drinking water at the consumer's tap, as well as limiting the permissible amount of pipe corrosion occurring due to the water itself.

There is no maximum contaminant level for lead or copper.  However, if your lead and copper tap monitoring results are higher than

the action level of 15 ppb and/or the copper action level of 1.3 mg/L, corrosion control treatment is required of the public water system.

To determine whether an action level has been exceeded, the value at the 90th percentile of all lead and copper samples collected is

compared against the respective action level.  The 90th% ile for the round of sampling is the average of the two highest values.  
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